Abstract: Traditionally, the Finnish legislation have focused on energy use and especially on energy used for heating space in buildings. However, in many cases this does not lead to the optimal concept in respect to minimizing green house gases. This paper studies how CO 2 emission levels are affected by different measures to reduce energy use in buildings. This paper presents two real apartment buildings with different options of energy efficiency and power sources. The calculations clearly show that in the future electricity and domestic hot water use will have high importance in respect to energy efficiency, and therefore also CO 2 equivalent (eq) emissions. The importance increases when the energy efficiency of the building increases. There are big differences between average Finnish production and individual power plants; CO 2 eq emissions might nearly double depending on the energy source and the power plant type. Both a building with an efficient district heating as a power source, and a building with ground heat in addition to nuclear power electricity as a complimentary electricity source performed very similarly to each other in respect to CO 2 eq emissions. However, it is dangerous to conclude that it is not important which energy source is chosen. If hypothetically, the use of district heating would dramatically drop, the primary energy factor and CO 2 eq emissions from electricity would rise, which in turn would lead to the increase of the ground heat systems emissions. A problem in the yearly calculations is that the fact that it is very important, sometimes even crucial, when energy is needed, is always excluded.
Introduction
Buildings account for circa 40% of the total energy use in Europe [1] and for about 36% of the EU's total CO 2 emissions, including the existing energy conservation in buildings [2] . Even though energy saving measures at building level have been proposed, the net energy use at city/district level is still increasing. Buildings are important in achieving the EU's energy savings target and to combat climate change while contributing to energy security. As the European strategic energy technology plan (SET-PLAN2007 [3] ) states, strategies to improve energy efficiency at each level (energy conversion, supply and end-use) should be better imposed. In addition to the natural environment, the built environment has a large impact on the economy, health and productivity. Globalization is one of the reasons for increasing energy use, since it has spread the lifestyle of the most developed Western countries to a worldwide level, changing the expectations about the quality of life in many societies to a point where sustainability is no longer possible on a large scale. The energy use of buildings is one lifestyle aspect that causes a high environmental pressure in developed countries. Building industry and the built environment are one of the largest contributors to energy and material use worldwide. In the northern part of the European Union, 41% of the total final energy use comes from buildings, with 30% being used in residential buildings [4] . According to the report of EuroACE [5] , 57% of the energy used in buildings is for space heating, 25% for hot water, 11% for lighting and electrical appliances, and 7% for cooking. Currently, governments are making large efforts towards policies and regulations aimed at increasing the energy efficiency of buildings. An example of such initiatives is the EPBD, which from 2003 has asked all European member states to implement energy regulations aimed at decreasing energy use in buildings in relation to heating, cooling, ventilation, lighting and domestic hot water. In addition, efforts to construct low energy buildings can be observed in several projects and studies worldwide.
Buildings are an exceedingly complex industrial product with a lifetime of decades. Emerging health issues related to the environmental impacts of buildings, such as the so-called "sick building" syndrome, have intensified awareness of the role buildings play in our environmental wellbeing. While certain efforts have been on-going to control and manage individual aspects of the environmental qualities of buildings (i.e., energy codes, automation and control schemes, thermal comfort), comprehensive approaches have been lacking [6, 7] , particularly in the design stages of a building's life span. Unfortunately, it is in the design stage when the greatest opportunities are available to affect changes whose benefits can last for decades.
In Finland, residential and commercial buildings account for 40% of all energy use, in addition commercial and apartment buildings have a notable influence on the peak demand in some periods. Energy and electric intensity in commercial buildings has clearly increased, and residential energy use continues to increase (mainly due to electricity use). Yet, technologies and knowledge exist that could be used to create better, high-performance buildings. Combining such technologies with better system integration could cost-effectively achieve savings as high as 30% in new buildings, compared to the minimum requirements in building code. Existing retrofit technologies and retro-commissioning practices could provide economically efficient additional energy savings in existing buildings.
Traditionally, the design, construction, and/or operation practices were, and in many cases still are, rather fragmented. That is, the major barrier to allow the timely and effective implementation and integration of energy efficiency methods and technologies on every new building and renovation project.
In the worst case, the main criterion for decision making about design alternatives are cost and aesthetics. Therefore, unfortunately in many cases decision making in early project phases, when the influence on the overall project performance is largest, is mostly based on what can be seen (aesthetics) and what can be quantified relatively easily (initial cost). This process minimizes cost at every step, but does not describe when and how to consider other criteria, such as energy concerns and end-user needs, thus limiting the incorporation of such lifecycle knowledge into the planning and design process in a consistent, predictable, and valuable way; the incorporation of methods and technologies for energy efficiency comes often as an afterthought. The lack of a more integrated design, construction, and operation process leads to the following three main problems:
1. Ineffective Design: The best or most effective building is rarely designed and built. For example, the "wrong" square footage is often built, which has little functional value and uses energy to heat and cool.
2. Ineffective Operation: End users often do not know how to operate the building to minimize energy use, which, in some cases, has led to buildings using twice the amount of energy originally calculated by the design team.
3. Lack of Feedback Learning: Feedback loops from the use phase to the design phase are rare, making learning about effective methods and technologies slow and haphazard.
Currently, lifecycle energy efficiency, the resulting value and corresponding cost savings are not key criteria in the building development process, which makes it unlikely that every building is designed to maximize the use of energy efficient building design and technology options for a particular site, building, and use. A major challenge to professionals will be how to integrate the growing list of requirements and models into multidisciplinary design and analysis processes that produce effective buildings.
Due to reasons mentioned earlier, it is evidently very important not only to minimize energy use, but in addition to choose less polluting energy sources. This decision is complicated, since not only greenhouse gases are harmful, but also toxic to water systems or ground soil. This can occur from the product manufacturing process and during the construction process. In addition, how long we should follow the path from energy use to energy source can be hard to decide. Due to the very complex nature of this question, here we limit our calculations only to building energy use CO 2 equivalent (eq) emissions. In addition, this study does not take into account the quality of energy, but only the used energy and the primary energy. The disadvantage of this kind of approach is that it does not see the benefits if a waste energy from other systems is used, e.g., low temperature heating system using waste heat from another system. However, the approach here represents the conventional way to connect buildings in an energy network, and this approach was chosen in this study because the case studies here are actual buildings and due to the building site and construction process there was no other alternatives than the conventional way. In the future, the importance of the quality of energy will be highlighted, especially when renewable energy sources or waste energy sources are used.
Methods
The buildings studied were two Skanska's apartment buildings (Gardenia and Satamawouti) in design phase, Figure 1 . In order to compare the buildings easily, the buildings in this study were assumed to be located in the Helsinki capital area, even though Satamawuoti is actually being constructed 200 km north of Helsinki. Both buildings were in design phase and the aim was to study the best alternatives to reduce greenhouse gas emissions. The buildings were modeled in a dynamic IDA simulation environment [8] , where a RC-network (resistance-capacitance network) model of a building was used. The buildings were simplified to one zone models, and for users a typical profile according to Finnish energy calculation standards was used.
IDA is a modular simulation environment, which consists of a translator, solver, and modeler. The solver and physical models are separated, which makes it possible to change the mathematical formula of any component without changing the model description file. The modules are written in Neural Model Format (NMF), which serves at the same time as a readable document and a computer code. Via the translator, the modules can be used in several modular simulation environments [9] [10] [11] .
Three levels of energy use in both buildings were calculated. The basic level used today's building code (BC 2008) . Two other levels were the Finnish building code level 2010 (BC 2010) and the assumed building code level 2012 (BC 2012). The properties used in the calculations are shown in Table 1 .
The used COP (coefficient of performance) for ground heat pump energy is 3.5 for space heating and 2.7 for domestic hot water. Due to the cold Finnish climate, it was assumed that 15% of the time heat pumps could not supply all heat needed, and therefore extra power was needed. That power was either assumed to be from nuclear power plants or coal plants. CO 2 eq emissions from electricity and district heating were calculated from the average emissions in Finnish power plants. However, for example, the Helsinki city energy production company, Helen, gives lower values; 120 gCO 2 /kWh for district heating and 260 gCO 2 /kWh for electricity in combined production. This was also used in the calculations as a one case example for showing how different the combined district heating and electricity power plants can be in the sense of CO 2 eq emissions and primary energy. The used primary energy factors and CO 2 equivalent emissions are shown in Table 2 . 
Heat Losses
The heat losses were dominated by ventilation and windows, which accounted for 65-75% of the losses, depending of the case, Figure 2 . Even though the buildings differed in shape and occupied roughly the same amount of window area per floor area, there was not a clear sign that the combined form and shape would give much benefit. However, both buildings were compact in shape and efficient in the sense of heat losses. 
Energy Use
When energy use was considered, it can be clearly seen that heating the space dominated in the buildings constructed according to today's building code (BC 2008), but in the near future domestic hot water is projected to have the major influence, Figure 3 . Due to Legionella and other hygienic reasons, the domestic hot water needs to be heated to at least 60 ºC. In order to use low temperature heat sources, this brings an extra challenge and might lead to higher costs. As already mentioned, the share of electricity consumption is only the electricity used for HVAC and corridor lightning. When the user electricity is taken into account the share is much higher. Since the energy consumption levels with the BC 2010 level, but with higher ventilation heat recovery (70%) and building envelope air tightness, and the BC 2012 level are rather close, in the following calculations only the BC 2012 level is shown.
Primary Energy Consumption
It is well known that district heating is an efficient way to produce electricity and heat. In the calculations, both the average Finnish district heating primary energy factors were used, but also as a case example, the Helsinki power plant's factors were used, in order to see the difference from average. The district heating used from the efficient combined plant (in this example, Helsinki Energy) gave the lowest primary energy consumption, Figure 4 . For example if the building envelope U-values and efficient heat recoveries according to BC 2012 are used, but the energy source is ground heat in the district heating area, the primary energy used is 13% higher compared to the state-of-the-art with district heating. Direct electricity used clearly the most primary energy, but it should be noted that there are also huge differences in electricity between power plants and energy sources. Electricity can be produced from renewable sources as well.
In the area where district heating already exists, ground heat used clearly more primary energy compared to both alternatives in district heating if the same electricity power plant was used. However, ground heat is rather close to average district heating, especially when the energy efficiency of the building is higher (BC 2010 and 2012). Since ground heat needs supporting power in the coldest days, two cases for peak power were calculated: nuclear and coal power plants.
CO 2 Equivalent Emissions
Basically, primary energy calculations give us the big picture of CO 2 eq emissions. However, the big exception is electricity produced from nuclear power, since that energy source has a high primary energy factor, but nearly no CO 2 eq emissions. The emission calculations were interesting, since it shown that efficient district heating as a power source and building with ground heat in addition to nuclear power electricity as a complimentary electricity source performed very close to each other, Figure 5 . However, to make the conclusion from these numbers that which of the alternatives we choose has no importance is dangerous. Hypothetically, if the use of district heating would drop dramatically, this would mean that the primary energy factor and CO 2 eq emissions from electricity would clearly rise, which would lead to the increase of the ground heat systems emissions.
Again, Figure 5 shows that electricity and domestic hot water use has a high importance in respect to CO 2 eq emissions, and the importance increases as the energy efficiency of the building increases. 
Discussion
New Finnish national requirements for energy performance (2012 still under development), will lead to approximately a 65% reduction of the space heating demand in apartment buildings and a 42% reduction of the total energy demand (including electricity for appliances, but excluding user electricity) in new residential buildings, compared to the demand in buildings built in accordance with the regulations from 2003. Compared to the older building stock, the reductions are clearly larger. A consequence of lower heat demand in new residential buildings, and in other types of buildings as well, is reduced profitability in supplying district heat to newly development areas. Fewer applications for new district heating customers (buildings) may result from the reduced profitability, and electricity-based heating and heating based on fossil fuels may therefore, as a consequence, be chosen as solutions instead. Reduced heat density in new development areas may also lead to reduced profitability in supplying district heat to nearby areas with existing building stock with much higher heat demand. This may be a possible, and highly unintended, development as a result of the new and considerably more stringent requirements for energy performance of new buildings in the building regulations. Hence, lower heat density in new building areas require new focus on the energy supply, with a view to reaching the aims of reducing emissions and electricity use for heating.
Key features of the Finnish energy policy are improved energy efficiency and increased use of renewable energy sources. To obtain the authorities' target regarding a sustainable shift in the energy system, both energy savings and increased use of low polluting energy sources are therefore important priority areas. Constructing low-energy buildings, which in particular are characterized by lower thermal energy demand than in new buildings with the ordinary energy standard, is in accordance with the declared national aim of reducing energy use.
Often energy savings due to energy conservation measures are suspected to be lower in reality than predicted [12] [13] [14] . Building characteristics are important in respect to energy use, as determined in many reports. In [15] , the influence of building regulations on energy use wasimportant in reducing energy use in new buildings. Similar results were found also in Statistics in Finland and Finnish Ministry of Environment [16] . Thus, energy use associated with building characteristics is decreasing, making the role of the occupant even more important [13, 17, 18] . It had been found [16, 19] that energy performance regulations have improved energy conservation. However, the variation in energy use is still large for buildings with the same characteristics. Studies have shown that occupant behavior might play a prominent role in the variation in energy use in different households [6, 20, 21] , but the importance of such influence is still not studied deeply enough. Conversely, the impact of the building's thermal characteristics and behavior on space heating demand has been well studied, quantified and validated from the viewpoint of individual buildings and building simulations, and can now be found in various handbooks, e.g., in [22] [23] [24] [25] [26] . On the other hand. only little work has been done on the impact of the thermal characteristics of building stock from a statistical perspective. Furthermore, there is also little work that studies the impact of user/consumer behavior [7, 21] . In addition, there is very limited numbers of studies taking into account occupant behavior including building and household characteristics.
Renewable Energy Sources
Presently, the share of renewable energies in the built environment is very modest, and aims at covering only the base load. Both at national and international level, the targets for energy efficiency and share of renewable production imply a steep increase of intermittent renewable energy. For the built environment, it is envisaged that the total yearly energy demand could be covered by thermal and electrical energy produced from renewable sources, generated within the built environment. To fulfill this ambition, almost 20% of the total current energy demand should be produced at district level, apart from the contribution at building level.
The ambition in sustainable development in the built environment is to enable the utilization of the full potential of renewable energy (up to 100% of the energy demand on the district level). Implementing such a large share of renewable energies with present day technology faces a number of challenges. The renewable energy supply such as solar or wind energy has a fluctuating character, which is obviously problematic to demand where the need is usually rather constant or not at the same cycle as the supply. In addition, the peak supply from renewable energies can be much higher that demand and the excess energy cannot be harvested. Especially in northern climates, the space needed for local renewable production might become disproportionally large (area of collectors, etc.). In addition, the location of the building/district is not always suitable to some renewable sources.
The wide spread of renewable energy technologies (e.g., solar, wind, biogas, etc.) and the implementation of energy-saving methods could save up to 12% [27] of energy for EU countries by 2016 [28] . In addition, funding can help for isolated cases of these technologies; a good example is the solar by-law in Spain, which allows tax rebate for building, installations and works equipped with solar systems for self-consumption. Another example is funding of energy-efficient houses in Germany, where the direct funding (for "KfW-Effizienzhaus 100" introduced from October 2009) is 17.5% [29] .
In a district, the investment can be shared by the buildings within the district. District level consideration reduces carrying costs and increases the value of new buildings as early as in the planning phase. The introduction of branding for new construction as well as retrofit projects aims to preserve and even increase the value of construction objects by 5-30% throughout their lifetime. The same consideration and application of management system and business models makes retrofit decisions easier for the owners, thus increasing the building value for both users (due to decreased energy costs) and owners (due to shorter return on the investment period) [30] .
In residential buildings, the integrated design of a building, taking into account the complete life-cycle analysis (considering the embodied energy of the building materials, reducing the demand through a cyclic process of design and energy simulation, implementing a highly efficient building component and systems and using building automation for the control and metering), can reduce the energy consumption of the building by 40% throughout its complete life cycle, and by 75% during its operation. In a 60 unit apartment building (4,150 sm 2 net area), this leads to a reduction of approximately 350 MWh/year and 90 tnCO 2 /year. If these energy efficient buildings are in addition integrated to local energy networks, enabling the use of local renewable energies adds additional savings: reduced energy transfer losses are around 10%, but more importantly, the CO 2 emission is reduced dramatically by up to 70% when renewable energies and local waste energies are used.
The building integration to local networks has a huge impact on existing district and buildings, since even without massive retrofitting, the CO 2 emissions can be cut down to 40-60%. (Comparison between coal and ground heat as energy sources).
CO 2 emissions can be reduced by 20% or more only through a change in user behavior within buildings.. The same can be stated for energy use within buildings in general. Therefore, user behavior is a powerful lever to be considered both in the context of the building and district level. The approach of going beyond technical solutions for energy efficiency, but to combine them with specific and user friendly interfaces, leads to a substantial increase of the efficiency of the applied technologies.
Conclusions
In the future, electricity and domestic hot water use will be of high importance in respect to energy consumption, and therefore also CO 2 eq emissions. The importance increases as the energy efficiency of the building increases. When renewable energy sources are used, they typically have lower temperature levels. That is very complicated in respect to domestic hot water heating, since it needs to be heated up to 60 ºC due to Legionella and other hygienic reasons.
There are big differences between average Finnish energy production and single power plants, e.g., the CO 2 eq emissions might nearly double depending of the energy source and power plant type.
Both a building with an efficient district heating as a power source, and building with ground heat in addition to nuclear power electricity as a complimentary electricity source performed very similarly to each other in respect to CO 2 eq emissions. However, to make from this the conclusion that it is not important which alternative we choose is dangerous. Hypothetically, if the use of district heating would drop dramatically, the primary energy factor and CO 2 eq emissions from electricity would rise, the leading to the increase of the ground heat systems emissions.
The results can be also applied to retrofitting cases; it clearly indicates that in areas with co-generation district heating, massive renovation actions to improve the thermal properties of the exterior envelope do not have a high importance, since the CO 2 emissions are already low. However, if an old building is close to district heating area (co-generation), it is more efficient to change the old electricity heating system to district heating rather than to start renovating the envelope, if the envelope does not need the renovation for structural purposes. Obviously, if renovation is needed then of course it is beneficial to insulate the envelope as well.
Problems in the yearly calculations arise due to the fact that we always exclude that it is also very important, sometimes even crucial, to consider when energy is needed. An example of that might be ground heat solutions used in buildings, which cannot serve in very cold days but need typically supportive power in those days. In respect to emissions, this can be problematic if the extra power supplied to markets is produced with a polluting energy source. On the other hand, in the buildings where cooling is needed, ground heat has the advantage that it can be used during cooling periods as well.
The building integration to local networks supplying renewable energy has a huge impact on existing district and buildings, since even without massive retrofitting, the CO 2 emissions can be cut down to 40-60%. Thus, for future, it is not only the energy saving, but even more, the source of the energy and maximum use of local renewable energies.
